Abstract: Currently, in the modern power industry, it is still a great challenge to achieve high sensitivity and uninterrupted-online measurement of large current on the high voltage gridlines. At present, the fiber grating current sensors based on giant magnetostrictive material used in the modern power industry to achieve uninterrupted-online measurement of large currents on high voltage grid lines is a better method, but the sensitivity of this current sensor is relatively low, therefore, it is key to improve the sensitivity of this current sensor. Here we show a sensitivity-enhanced fiber grating current sensor based on giant magnetostrictive material (in the following, simply referred to as the sensitivity-enhanced fiber grating current sensor) that is able to achieve high sensitivity and uninterrupted-online measurement of large currents by means of pressurizing the giant magnetostrictive material. Sampling the power frequency sinusoidal alternating current signals with the amplitudes of 107, 157 and 262 A respectively, based on realistic factors, for the sensitivity-enhanced current sensor, the sensitivities, compared with that of the traditional fiber grating current sensor based on giant magnetostrictive material (in the following, simply referred to as the traditional fiber grating current sensor), were respectively enhanced by 268.96%, 135.72% and 71.57%. Thus the sensitivity-enhanced fiber grating current sensor allows us to solve the issue of high sensitivity and uninterrupted-online measurement of large currents that have been plaguing the power industry in a very simple and low-cost way.
Introduction
With the rapid development of the whole power industry, the highly automated and intelligent requirements of the current measurement system and the electrical appliances protection system are constantly increasing, therefore, the measurement of large currents has become an urgent problem to be solved [1] [2] [3] [4] [5] [6] [7] [8] [9] [10] [11] [12] [13] . For a long time, the current measurement of the high-voltage power grids has been done by using a traditional electromagnetic current sensor [11] [12] [13] , but the traditional electromagnetic current sensor has various shortcomings, for example, magnetic saturation, ferromagnetic resonance, narrow frequency band, small dynamic range, oil flammability and explosivity, etc. [11] . Therefore, this electromagnetic current sensor has been far from meeting the needs for online detection, high-precision fault diagnosis, and power digital networks of the new generation power systems, and in this case, it is imperative to seek a new type of this current sensor [5] [6] [7] [8] [9] [10] [11] [12] . After many years of development, optical fiber current sensor technology is applied in the power industry to achieve uninterrupted-online measurement of large current on the high voltage grid lines has gradually become the mainstream of the current power industry [9] [10] [11] [12] [13] . The optical fiber current sensor has many advantages, for example, this current sensor doesn't produce magnetic saturation and ferromagnetic resonance, and at the same time, it has a large dynamic range, which enables this current sensor to produce a high linearity response over a large dynamic range, besides, the sensor also has the advantages of anti-electromagnetic interference, good insulation, small size, lightweight and so on, more importantly, there is no danger of high voltage caused by secondary open circuit and oil leakage and explosions of this traditional oil-filled current sensor [11, 12] . At present, the mainstream optical fiber current sensors for uninterrupted-online measurement of large currents on high voltage gridlines mainly include three types, namely, the photoelectric hybrid current sensor, the current sensor based on Faraday magneto-optical effect and the current sensor based on giant magnetostrictive material [5] [6] [7] [8] [9] [10] [11] [12] [13] . Among these three types, the optical fiber current sensor based on giant magnetostrictive material shows more advantages than another two types of current sensors. For the photoelectric hybrid current sensor, there is no better solution to the power supply problem of high-potential electronic circuit and the reliability problem of electronic circuit [11] . Meanwhile, for the current sensor based on Faraday magneto-optical effect, the problem of output waveform distortion caused by birefringence hasn't been solved very well [11, 12] . The sensing core of the optical fiber current sensor based on giant magnetostrictive material is the fiber Bragg grating (FBG) and the giant magnetostrictive material (GMM) [11] [12] [13] . After many years of research and development, FBG sensing technology has become the most reliable and practical sensing technology in optical fiber sensing technology [9] [10] [11] [12] . FBGs can only sense strain and temperature, and are completely insensitive to other physical quantities, therefore, due to the above advantages, FBG sensing technology has become the preferred method for uninterrupted-onlinemeasurement of large current on the high voltage gridlines [11] . The fiber grating current sensor based on giant magnetostrictive material is the application of FBG sensing technology, thus it is a better method that the fiber grating current sensor based on giant magnetostrictive material is used in the modern power industry to achieve uninterrupted-online measurement of large current on the high voltage grid lines, but the sensitivity of this current sensor is relatively low, therefore, it is key to improve the sensitivity of this current sensor [10] [11] [12] [13] .
In the past decade, the research in the field of improving the sensitivity of the fiber grating current sensor has made some progress [1] [2] [3] [4] [5] [6] [7] [8] [9] [10] [11] [12] . Generally speaking, there are two ways to improve the sensitivity: one is to improve the demodulation system of the fiber grating current sensor. The other is to improve the main body of the fiber grating current sensor [11, 12] . In the improvement of the demodulation system, the most widely used way is to improve the demodulation method, the demodulation methods of FBG include the sideband demodulation method, interference demodulation method and matched demodulation method, etc. [5] [6] [7] [8] [9] [10] [11] [12] . Among them, the interference demodulation method has higher sensitivity [11] , but it has a very complicated structure and is susceptible to the external environment, and at the same time, the stability of the system is poor [10] [11] [12] [13] . For the sideband demodulation method [11] , the most commonly used demodulation system composed of the tuned Fabry-Perot etalon is very complicated, and the repeatability of the wavelength and driving voltage corresponding to the adjustable Fabry-Perot cavity is poor, only for static measurement [3, [7] [8] [9] [10] . The matched demodulation method has also high sensitivity [7] [8] [9] [10] [11] [12] , but it has a narrow dynamic range and is susceptible to the external environment, at the same time, the cost of CWDM and AWG is very high as well [11] . In the research of this sensor body [11, 12] , universities, research institutes and many enterprises at home and abroad are devoted to the development of giant magnetostrictive materials with better flexibility [1] [2] [3] [4] [5] [6] [7] [8] [9] [10] [11] [12] [13] , the use of more accurate reading and conversion instruments, the selection of more accurate and suitable error processing methods and writing more optimized the structural data processing algorithms, etc. [11, 12] . However, there, up to now, are various problems and defects in these methods. So far, there is no way from the structural point of the sensor probe in the cheap and simple way to solve the problem of high sensitivity measurements of large currents, which has been plaguing the power industry.
Materials and Methods
In this paper, we propose a new type of the sensor-probe structure which enhances the sensitivity of the fiber grating current sensor by means of pressure enhancement. It is well known that this fiber grating current sensor is based on FBG and GMM [11] [12] [13] .
A FBG is composed of filters and mirrors that exist inside the fiber core, as shown in Figure 1a [11] . Since the refractive index of the fiber grating itself is periodically changed, then when a laser beam is incident from one side of FBG, and optical coupling occurs during forward and backward transmission, when the Bragg equation λ B = 2n eff Λ is satisfied, the laser transmitted backward is coupled by the laser of wavelength λ B , thus it finally forms a new laser, and the peak of the wavelength of the laser is λ B . Most of the laser beam can form the transmission spectrum, as shown in Figure 1b [11] .
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A FBG is composed of filters and mirrors that exist inside the fiber core, as shown in Figure 1a [11] . Since the refractive index of the fiber grating itself is periodically changed, then when a laser beam is incident from one side of FBG, and optical coupling occurs during forward and backward transmission, when the Bragg equation λB = 2neffΛ is satisfied, the laser transmitted backward is coupled by the laser of wavelength λB, thus it finally forms a new laser, and the peak of the wavelength of the laser is λB. Most of the laser beam can form the transmission spectrum, as shown in Figure 1b [11] . When the external physical quantity acts on the FBG, the neff and Λ of the fiber core can change correspondingly, which can cause the central wavelength of the FBG to shift, which is why FBG can be used as a sensing material.
In addition, there are two basic indicators for the characterization of GMM as well. One is the magnetostriction coefficient γ. It indicates that the magnetostriction coefficient describes the extent to which the entire magnet changes in unit length along the magnetization direction during magnetization. When the external physical quantity acts on the FBG, the n eff and Λ of the fiber core can change correspondingly, which can cause the central wavelength of the FBG to shift, which is why FBG can be used as a sensing material.
In addition, there are two basic indicators for the characterization of GMM as well. One is the magnetostriction coefficient γ. It indicates that the magnetostriction coefficient describes the extent to which the entire magnet changes in unit length along the magnetization direction during magnetization.
The other is the dynamic magnetostriction coefficient d 33 . It describes the sensitivity of giant magnetostrictive materials to magnetic field, this relationship is specifically expressed as:
In the formula, γ is the magnetostriction coefficient of this material, H is the strength of the magnetic field in which the material is located [11, 12] .
Based on a large number of previous studies on this material , the sensitivity of GMM, which is called Terfenol-D rod [25] [26] [27] [28] , to magnetic field is related to the prestressing force applied to GMM [14] [15] [16] [17] [18] [19] [20] [21] [22] [23] [24] [25] [26] [27] [28] . In the case different sizes of prestressing force are applied to this material, the slope of the magnetostriction coefficient of GMM, compared with the case of no prestressing force at all, is significantly improved, namely, the dynamic magnetostriction coefficient of GMM is significantly improved [14] [15] [16] [17] [18] [19] [20] [21] [22] [23] [24] 28] . That is to say, in the case prestressing force is applied, the sensitivity of GMM to the magnetic field, compared to the absence of prestressing force, is significantly enhanced. Therefore, we took advantage of this property of GMM to enhance the sensitivity of large current measurement on the high voltage gridlines [14] [15] [16] [17] [18] [19] [20] [21] [22] [23] [24] [25] [26] [27] [28] . A beam was added to the conventional cuboid GMM to withstand the applied pressure, thus a T-shape structure was formed. Because the beam does not effect the change of the magnetic field, the material of this beam has to be a nonmagnetic material, at the same time, this material should be wearable, corrosion resistant, not easy to rust, common and cheap as well. Therefore, based on the above requirements, the most common 304 stainless steel on the market was selected as the material for this beam [29] . The specific design is shown in Figure 2 .
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Based on a large number of previous studies on this material , the sensitivity of GMM, which is called Terfenol-D rod [25] [26] [27] [28] , to magnetic field is related to the prestressing force applied to GMM [14] [15] [16] [17] [18] [19] [20] [21] [22] [23] [24] [25] [26] [27] [28] . In the case different sizes of prestressing force are applied to this material, the slope of the magnetostriction coefficient of GMM, compared with the case of no prestressing force at all, is significantly improved, namely, the dynamic magnetostriction coefficient of GMM is significantly improved [14] [15] [16] [17] [18] [19] [20] [21] [22] [23] [24] 28] . That is to say, in the case prestressing force is applied, the sensitivity of GMM to the magnetic field, compared to the absence of prestressing force, is significantly enhanced. Therefore, we took advantage of this property of GMM to enhance the sensitivity of large current measurement on the high voltage gridlines [14] [15] [16] [17] [18] [19] [20] [21] [22] [23] [24] [25] [26] [27] [28] . A beam was added to the conventional cuboid GMM to withstand the applied pressure, thus a T-shape structure was formed. Because the beam does not effect the change of the magnetic field, the material of this beam has to be a nonmagnetic material, at the same time, this material should be wearable, corrosion resistant, not easy to rust, common and cheap as well. Therefore, based on the above requirements, the most common 304 stainless steel on the market was selected as the material for this beam [29] . The specific design is shown in Figure 2 . The T-shape structure was placed in a copper support structure. A special copper screw was placed on the upper right side of the structure to pressurize the beam of the T-shape structure by screwing, so as to achieve the goal of pressurizing the T-shape structure. The T-shape structure was placed in a copper support structure. A special copper screw was placed on the upper right side of the structure to pressurize the beam of the T-shape structure by screwing, so as to achieve the goal of pressurizing the T-shape structure.
Therefore, the sensor probe of the sensitivity-enhanced fiber grating current sensor was constituted with GMM, FBG, the copper support structure and the screw made of copper together. The specific structure is shown in Figure 3 . In this sensor probe, the FBG was normally attached to the centerline of GMM. The way we paste FBG on GMM on which a V-shaped groove was cut, firstly, along the axial direction of one side of GMM, which is called Terfenol-D rod, then the FBG was placed in the groove and pre-tensioned, finally, the FBG was pasted onto GMM. Therefore, it can be considered here that GMM is integrated with the FBG [9] [10] [11] [12] [13] [14] [15] [16] [17] [18] [19] [20] [21] [22] [23] [24] [25] [26] [27] [28] . Then, after applying pressure to the GMM, the GMM sensitivity to the magnetic field was significantly improved, namely, it can be considered that the sensitivity of the sensor probe had been significantly improved, which enhances the sensitivity of the overall fiber grating current sensor. The overall structure of the sensitivity-enhanced fiber grating current sensor is shown in Figure 4 . The sensor itself is composed of a laser source system, a sensing system, a FBG demodulation system, a photoelectric conversion system and a data acquisition and processing system. T-shape structure is GMM, which is called Terfenol-D rod. The beam of the T-shape structure is 304 stainless steel.
The T-shape structure was placed in a copper support structure. A special copper screw was placed on the upper right side of the structure to pressurize the beam of the T-shape structure by screwing, so as to achieve the goal of pressurizing the T-shape structure. Therefore, the sensor probe of the sensitivity-enhanced fiber grating current sensor was constituted with GMM, FBG, the copper support structure and the screw made of copper together. The specific structure is shown in Figure 3 . In this sensor probe, the FBG was normally attached to the centerline of GMM. The way we paste FBG on GMM on which a V-shaped groove was cut, firstly, along the axial direction of one side of GMM, which is called Terfenol-D rod, then the FBG was placed in the groove and pre-tensioned, finally, the FBG was pasted onto GMM. Therefore, it can be considered here that GMM is integrated with the FBG [9] [10] [11] [12] [13] [14] [15] [16] [17] [18] [19] [20] [21] [22] [23] [24] [25] [26] [27] [28] . Then, after applying pressure to the GMM, the GMM sensitivity to the magnetic field was significantly improved, namely, it can be considered that the sensitivity of the sensor probe had been significantly improved, which enhances the sensitivity of the overall fiber grating current sensor. The overall structure of the sensitivity-enhanced fiber grating current sensor is shown in Figure 4 . The sensor itself is composed of a laser source system, a sensing system, a FBG demodulation system, a photoelectric conversion system and a data acquisition and processing system. The magnetic conduction loop is constructed of ferrite material. The sensing system is composed of a magnetic circuit system established by a magnetically conductive material and a guide pole. The NdFeB material provides the required bias magnetic field. An ASE broadband light source is used as the incident source in this sensor. The coupling ratio of the coupler is 50:50.
In general, when the measured current signal is sensed by the FBG, the relationship between the measured power frequency sinusoidal alternating current signal and the reflected central wavelength of the FBG, namely, the optical signal, can reflect the results of this experiment, however, in order to get clearer and easier to understand results, in this experiment, the optical signal was converted by the photoelectric conversion system into a sinusoidal alternating current signal, which saved the characteristics of the measured power frequency sinusoidal alternating current signal, however, the values became smaller than the measured current signal, to reflect the results of this experiment. Therefore, the working principle of the sensitivity-enhanced fiber grating current sensor is that the measured power frequency sinusoidal alternating current signal generates an excitation magnetic field which causes the continuous change of the magnetic field. In turn, the GMM will also continue to expand with the change of the magnetic field. The center wavelength of FBG will change continuously as well. Then, the information of the FBG center wavelength change is demodulated by the demodulation system, and then the demodulated optical signal passes through the photoelectric conversion system, thereby converting the optical signal into the current signal, finally, the current signal is passed into the data acquisition and processing system so that the feature of the measured power frequency sinusoidal alternating current signal is restored. Finally, through this way, the purpose of measuring large current can be achieved.
In addition, for any type of sensor, the sensor probe is the most important core component. Therefore, the size of the sensor probe of this sensitivity-enhanced fiber grating current sensor is especially important. Initially, it needs to be clear that the size of this whole sensor probe of this sensitivity-enhanced fiber grating current sensor cannot be too large, because the sensor probe In general, when the measured current signal is sensed by the FBG, the relationship between the measured power frequency sinusoidal alternating current signal and the reflected central wavelength of the FBG, namely, the optical signal, can reflect the results of this experiment, however, in order to get clearer and easier to understand results, in this experiment, the optical signal was converted by the photoelectric conversion system into a sinusoidal alternating current signal, which saved the characteristics of the measured power frequency sinusoidal alternating current signal, however, the values became smaller than the measured current signal, to reflect the results of this experiment. Therefore, the working principle of the sensitivity-enhanced fiber grating current sensor is that the measured power frequency sinusoidal alternating current signal generates an excitation magnetic field which causes the continuous change of the magnetic field. In turn, the GMM will also continue to expand with the change of the magnetic field. The center wavelength of FBG will change continuously as well. Then, the information of the FBG center wavelength change is demodulated by the demodulation system, and then the demodulated optical signal passes through the photoelectric conversion system, thereby converting the optical signal into the current signal, finally, the current signal is passed into the data acquisition and processing system so that the feature of the measured power frequency sinusoidal alternating current signal is restored. Finally, through this way, the purpose of measuring large current can be achieved.
In addition, for any type of sensor, the sensor probe is the most important core component. Therefore, the size of the sensor probe of this sensitivity-enhanced fiber grating current sensor is especially important. Initially, it needs to be clear that the size of this whole sensor probe of this sensitivity-enhanced fiber grating current sensor cannot be too large, because the sensor probe needs to collect the magnetic field. Due to the limitation of the size of the magnetic conduction loop and the copper support structure [10] [11] [12] [13] 28] , normally the GMM size was selected as 25.00 mm × 3.00 mm × 3.00 mm. In order to match GMM, the width of 304 stainless steel part was also selected as 3.00 mm. Meanwhile, due to the limitation of the width of the guide pole, the magnetic conduction loop and the copper support structure [11] [12] [13] , the length of 304 stainless steel part was selected as 22.00 mm. Besides, it is most important to choose the thickness of 304 stainless steel. Similarly, due to the limitation of the size of the magnetic conduction loop [10] [11] [12] [13] 28] , normally, the thickness of 304 stainless steel cannot exceed 1.00 mm. At the same time, if the thickness of this 304 stainless steel piece is too large, it is highly probable that there will be a situation where this 304 stainless steel hinders the movement of the GMM, which causes the sensitivity of the fiber grating current sensor not to increase, but decrease. Therefore, in order to avoid this happening, under the condition that other factors remain the same, T-shape structures composed of 304 stainless steel of different thickness and GMM were simulated by the ANSYS simulation software, so as to select a thickness dimension of 304 stainless steel to reduce the extent of the 304 stainless steel obstruction of GMM movement as much as possible. The specific simulation results of the T-shape structure by the ANSYS simulation software are shown in Figure 5 . needs to collect the magnetic field. Due to the limitation of the size of the magnetic conduction loop and the copper support structure [10] [11] [12] [13] 28] , normally the GMM size was selected as 25.00 mm × 3.00 mm × 3.00 mm. In order to match GMM, the width of 304 stainless steel part was also selected as 3.00 mm. Meanwhile, due to the limitation of the width of the guide pole, the magnetic conduction loop and the copper support structure [11] [12] [13] , the length of 304 stainless steel part was selected as 22.00 mm. Besides, it is most important to choose the thickness of 304 stainless steel. Similarly, due to the limitation of the size of the magnetic conduction loop [10] [11] [12] [13] 28] , normally, the thickness of 304 stainless steel cannot exceed 1.00mm. At the same time, if the thickness of this 304 stainless steel piece is too large, it is highly probable that there will be a situation where this 304 stainless steel hinders the movement of the GMM, which causes the sensitivity of the fiber grating current sensor not to increase, but decrease. Therefore, in order to avoid this happening, under the condition that other factors remain the same, T-shape structures composed of 304 stainless steel of different thickness and GMM were simulated by the ANSYS simulation software, so as to select a thickness dimension of 304 stainless steel to reduce the extent of the 304 stainless steel obstruction of GMM movement as much as possible. The specific simulation results of the T-shape structure by the ANSYS simulation software are shown in Figure 5 . It can be seen from the simulation results in Figure 5 that 304 stainless steel with a thickness of 0.1 mm and 304 stainless steel with a thickness of 0.08 mm were more curved, namely, 304 stainless steels of 0.10 mm and 0.08 mm thickness were less obstructive to GMM movement. Due to some practical factors such as the stability of the sensor probe, the difficulty of machining, durability and so on [21] [22] [23] [24] , the thickness of 304 stainless steel was selected as 0.10 mm. Consequently, the size of 304 stainless steel was 22.00 mm × 3.00 mm × 0.10 mm.
To better prove the result obtained by the above simulation, we implemented an experiment to prove the correctness of this simulation. Under the condition that other factors remain the same apart from the thicknesses of 304 stainless steel in this simulation. According to the references related to GMM [11] [12] [13] [14] [15] [16] [17] [18] [19] [20] [21] [22] [23] [24] [25] [26] [27] [28] , a force of 5 MPa was selected to apply to the GMM. In order to simulate the force process in this simulation, the power frequency sinusoidal alternating current signals with the amplitude of 100 A were applied as the excitation source to implement the experiment for proving the correctness of this simulation. Thus the experimental results of the output alternating current signals of these sensitivity-enhanced fiber grating current sensors with 304 stainless steel of different thicknesses and this output alternating current signal of the traditional fiber grating current sensor, in which GMM in the sensor probe was the same as that of the sensitivity-enhanced fiber grating current sensor are obtained, and were compared to prove the correctness of this simulation. The specific experimental results of the comparison of the seven sensitivities are shown in Figure 6 .
It can be seen from the simulation results in Figure 5 that 304 stainless steel with a thickness of 0.1mm and 304 stainless steel with a thickness of 0.08mm were more curved, namely, 304 stainless steels of 0.10 mm and 0.08mm thickness were less obstructive to GMM movement. Due to some practical factors such as the stability of the sensor probe, the difficulty of machining, durability and so on [21] [22] [23] [24] , the thickness of 304 stainless steel was selected as 0.10 mm. Consequently, the size of 304 stainless steel was 22.00 mm × 3.00 mm ×0.10 mm.
To better prove the result obtained by the above simulation, we implemented an experiment to prove the correctness of this simulation. Under the condition that other factors remain the same apart from the thicknesses of 304 stainless steel in this simulation. According to the references related to GMM [11] [12] [13] [14] [15] [16] [17] [18] [19] [20] [21] [22] [23] [24] [25] [26] [27] [28] , a force of 5 MPa was selected to apply to the GMM. In order to simulate the force process in this simulation, the power frequency sinusoidal alternating current signals with the amplitude of 100 A were applied as the excitation source to implement the experiment for proving the correctness of this simulation. Thus the experimental results of the output alternating current signals of these sensitivity-enhanced fiber grating current sensors with 304 stainless steel of different thicknesses and this output alternating current signal of the traditional fiber grating current sensor, in which GMM in the sensor probe was the same as that of the sensitivity-enhanced fiber grating current sensor are obtained, and were compared to prove the correctness of this simulation. The specific experimental results of the comparison of the seven sensitivities are shown in Figure 6 . . The experimental results of this sensitivity-enhanced fiber grating current sensor with different 304 stainless steel thicknesses and this traditional fiber grating current sensor together between output alternating current signal (io) and time (t). The red curve, the light blue curve, the yellow curve, the black curve, the green curve and the blue curve show the relationship of the sensitivity-enhanced fiber grating current sensor, whose 304 stainless steel thicknesses are, respectively, 1.00, 0.50, 0.30, 0.20, 0.10 and 0.08 mm. The purple curve shows the relationship of the traditional fiber grating current sensor, in which the 304 stainless steel doesn't exist, whose GMM in the sensor probe is the same as that of the sensitivity-enhanced fiber grating current sensor in size or other aspects.
It can be seen from Figure 6 that in this situation that the sensitivity of the sensitivity-enhanced fiber grating current sensor, whose GMM was pressured, is lower than that of this traditional fiber grating current sensor has really occurred when the thickness of 304 stainless steel is 1.00 mm. When the thickness of 304 stainless steel is 0.50 mm, the sensitivity of this sensitivity-enhanced fiber grating current sensor is basically the same as the sensitivity of this traditional fiber grating current sensor. Therefore, the previous concerns seem to be very necessary, this situation that the 304 stainless steel hindered the expansion of GMM had indeed occurred. It can be also seen from Figure  6 that the sensitivity from the sensitivity-enhanced fiber grating current sensor where the thickness of 304 stainless steel is 1.00 mm to the sensitivity-enhanced fiber grating current sensor where the Figure 6 . The experimental results of this sensitivity-enhanced fiber grating current sensor with different 304 stainless steel thicknesses and this traditional fiber grating current sensor together between output alternating current signal (i o ) and time (t). The red curve, the light blue curve, the yellow curve, the black curve, the green curve and the blue curve show the relationship of the sensitivity-enhanced fiber grating current sensor, whose 304 stainless steel thicknesses are, respectively, 1.00, 0.50, 0.30, 0.20, 0.10 and 0.08 mm. The purple curve shows the relationship of the traditional fiber grating current sensor, in which the 304 stainless steel doesn't exist, whose GMM in the sensor probe is the same as that of the sensitivity-enhanced fiber grating current sensor in size or other aspects.
It can be seen from Figure 6 that in this situation that the sensitivity of the sensitivity-enhanced fiber grating current sensor, whose GMM was pressured, is lower than that of this traditional fiber grating current sensor has really occurred when the thickness of 304 stainless steel is 1.00 mm. When the thickness of 304 stainless steel is 0.50 mm, the sensitivity of this sensitivity-enhanced fiber grating current sensor is basically the same as the sensitivity of this traditional fiber grating current sensor. Therefore, the previous concerns seem to be very necessary, this situation that the 304 stainless steel hindered the expansion of GMM had indeed occurred. It can be also seen from Figure 6 that the sensitivity from the sensitivity-enhanced fiber grating current sensor where the thickness of 304 stainless steel is 1.00 mm to the sensitivity-enhanced fiber grating current sensor where the thickness of
304 stainless steel is 0.10 mm is gradually increasing, therefore, this has also proved the importance of choosing this thickness of 304 stainless steel. Besides, it can be also seen from Figure 6 that the sensitivity of the sensitivity-enhanced fiber grating current sensor where the thickness of 304 stainless steel is 0.10 mm is basically the same as that of the sensitivity-enhanced fiber grating current sensor where the thickness of 304 stainless steel is 0.08 mm as well, and one difference is that the amplitude of output alternating current signal of the sensitivity-enhanced fiber grating current sensor where the thickness of 304 stainless steel is 0.08 mm is a little larger than that of the sensitivity of the sensitivity-enhanced fiber grating current sensor where the thickness of 304 stainless steel is 0.10 mm. This also obeyed the rule that the smaller thickness of 304 stainless steel of this sensitivity-enhanced fiber grating current sensor, the smaller the hindrance to the movement of GMM. At the same time, the various realistic factors were considered, for example, the stability of this sensor probe, the difficulty of machining, durability and so on. This was in line with the actual situation that the size of 304 stainless steel was selected as 22.00 mm × 3.00 mm × 0.10 mm.
Besides, in order to be able to perform quantitative analysis, the size of the prestressing force on the sensor probe had to be calibrated. The method for calibrating the prestressing force in this experiment was that the GMM which was the same as the GMM in T-shape structure was applied with a certain amount of pressure. Then an optical fiber F-P current sensor was placed on the surface of this GMM, at the same time, the optical fiber F-P current sensor was connected to a fiber strain gauge, and this fiber strain gauge was connected to a computer with dedicated software. After applying a certain amount of pressure, the cavity of this optical fiber F-P current sensor adhered to this GMM changed, and the changed length of this cavity can be obtained and be recorded by this fiber stain gauge and this computer with dedicated software. Similarly an optical fiber F-P current sensor, which was exactly the same as this optical fiber F-P current sensor adhered to this above GMM, was placed on the surface of this GMM which existed in the T-shape structure sensor probe as well, and the optical fiber F-P current sensor was also connected to a fiber strain gauge, then this fiber strain gauge was connected to a computer with dedicated software as well. This GMM in T-shape structure was applied the prestressing force by means of screwing, then the changes of the cavity length were recorded on this computer, when the changed length of this cavity matches the recorded length of the cavity which was obtained by applying the pressure only to this GMM, the pressures applied on the two GMM were the same. Then the pressure calibration was completed by engraving the marks on this screw [10] . Due to only a proof experiment and some actual complicated factors, the size of the prestressing force was only calibrated when the pressure is 1 MPa.
In this article, the sensitivity-enhanced fiber grating current sensor has been comparing with the traditional fiber grating current sensor. Virtually, the overall structure of the traditional fiber grating current sensor is basically the same as that of the sensitivity-enhanced fiber grating current sensor [11] [12] [13] 28] . The biggest difference between the two sensors is the different structure of the sensor probe. The sensor probe structure of the traditional fiber grating sensor is composed of GMM with a rectangular parallelepiped structure and FBG, and FBG is similarly attached to the centerline of GMM, which is called Terfonol-D rod [9] [10] [11] [12] . In the traditional sensor probe structure, GMM is free from any prestressing force [8] [9] [10] [11] [12] [13] 28] . The overall structure of the traditional fiber grating current sensor and the senor probe structure composed of only FBG and GMM are showed in Figure 7. Sensors 2019, 19, Figure 7 . The overall structures of the traditional fiber grating current sensor and the senor probe composed of only FBG and GMM. The magnetic conduction loop is constructed of ferrite material and the sensor probe. The sensing system is composed of a magnetic circuit system established by a magnetically conductive material and a guide pole. The NdFeB material provides the required bias magnetic field. The ASE broadband light source is used as the incident source in this sensor. The coupling ratio of the coupler is 50:50.
Results
For power transmission lines with the rated voltage of 35kV and the transmission capacity of 6500kW, which is usually used as the power transmission lines between provinces and provinces, the maximum transmission current is 107.22 A [30, 31] . For transmission lines with the rated voltage of 110kV and the transmission capacity of 30000kW, which is usually used as the power transmission lines between cities and cities, the maximum transmission current is 157.46 A [30, 31] . For transmission lines with the rated voltage of 220 kV and the transmission capacity of 100,000 kW, which is usually used as the power transmission lines between communities and communities, the maximum transmission current is 262.43 A [30, 31] . Therefore, simulating the above transmission lines in a laboratory environment, namely, the sensitivity-enhanced fiber grating current sensor and the traditional fiber grating current sensor were simultaneously used to measure power frequency sinusoidal alternating current signals with the amplitude of 107, 157and 262 A. It needs to be clearly emphasized that this sensitivity-enhanced fiber grating current sensor and this traditional fiber grating current sensor were placed in the same laboratory where many air conditioners were controlled to keep this laboratory at a constant temperature for this experimentation, and in this study, the sensor probes of the two sensors were equipped with a temperature test system, the purpose of which was to keep the temperature around the two sensor probes the same as possible, which ensured that this sensitivity-enhanced fiber grating current sensor and this traditional fiber grating current sensor were affected by the same temperature. Therefore, in this way, the experimental results were only related to the pressures, which made the results more universal [1, [10] [11] [12] [13] 28] .
For the measurement of the power frequency sinusoidal alternating current signal with the amplitude of 107 A, we had done ten experiments and calculated the average of the data from the ten experiments. And the relationship based on the actual average data obtained by the two sensors between output alternating current signal and time is shown in Figure8.
In order to explain this problem better, the transfer function relationship curves of the two sensors between the input signal and the output signal need to be drawn [11, 12, [32] [33] [34] [35] [36] [37] [38] . We all know that the measured current signal was the power frequency alternating sinusoidal current signals, and it can be clearly seen from Figure 8 that the output current signal was also similar to the power frequency alternating sinusoidal current signal, thus the relational expression between the input current signal and time and the relational expression between the output current signal and time can be directly fitted by MATLAB, then it can be known from the obtained results and the output current signal and the input current signal are directly related to time, therefore, the relationship between the input current signal and the output current signal, which is similar to Lissajous Figure, The overall structures of the traditional fiber grating current sensor and the senor probe composed of only FBG and GMM. The magnetic conduction loop is constructed of ferrite material and the sensor probe. The sensing system is composed of a magnetic circuit system established by a magnetically conductive material and a guide pole. The NdFeB material provides the required bias magnetic field. The ASE broadband light source is used as the incident source in this sensor. The coupling ratio of the coupler is 50:50.
For the measurement of the power frequency sinusoidal alternating current signal with the amplitude of 107 A, we had done ten experiments and calculated the average of the data from the ten experiments. And the relationship based on the actual average data obtained by the two sensors between output alternating current signal and time is shown in Figure 8 .
In order to explain this problem better, the transfer function relationship curves of the two sensors between the input signal and the output signal need to be drawn [11, 12, [32] [33] [34] [35] [36] [37] [38] . We all know that the measured current signal was the power frequency alternating sinusoidal current signals, and it can be clearly seen from Figure 8 that the output current signal was also similar to the power frequency alternating sinusoidal current signal, thus the relational expression between the input current signal and time and the relational expression between the output current signal and time can be directly fitted by MATLAB, then it can be known from the obtained results and the output current signal and the input current signal are directly related to time, therefore, the relationship between the input current signal and the output current signal, which is similar to Lissajous Figure, can be directly drawn by MATLAB, besides, in order to compare only the slopes of the linear regions of the two graphs, the two graphs are moved to the origin place of the coordinate system [11, 12, 28] . The specific situation is shown in Figure 9 . can be directly drawn by MATLAB, besides, in order to compare only the slopes of the linear regions of the two graphs, the two graphs are moved to the origin place of the coordinate system [11, 12, 28] . The specific situation is shown in Figure 9 . Then, the data corresponding to different periodic linear regions in the experimental result of two sensors were extracted and their average values were calculated [10] [11] [12] [13] 28] . The linear region relationship equations of the two sensors between this input current signal and this output current signal can be obtained by linear fitting with this related software. Their equations are as follows This sensitivity-enhanced fiber grating current sensor:
Here, when these data are linearly fitted, the value ofR 2 is 0.9987, which indicates the best level of fitting at this moment.
This traditional fiber grating current sensor: The traditional fiber grating current sensor The sensitivity-enhanced fiber grating current sensor Figure 8 . This experiment result of the two sensors between output alternating current signal (i o1 ) and time (t). The red curve shows the relationship of the sensitivity-enhanced fiber grating current sensor. The green curve shows the relationship of the traditional fiber grating current sensor. can be directly drawn by MATLAB, besides, in order to compare only the slopes of the linear regions of the two graphs, the two graphs are moved to the origin place of the coordinate system [11, 12, 28] . The specific situation is shown in Figure 9 . Then, the data corresponding to different periodic linear regions in the experimental result of two sensors were extracted and their average values were calculated [10] [11] [12] [13] 28] . The linear region relationship equations of the two sensors between this input current signal and this output current signal can be obtained by linear fitting with this related software. Their equations are as follows This sensitivity-enhanced fiber grating current sensor:
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This traditional fiber grating current sensor: The traditional fiber grating current sensor The sensitivity-enhanced fiber grating current sensor Figure 9 . The transfer function relationship curves of the two sensors between output alternating current signal (i o1 ) and input alternating current signal with amplitude of 107 A (ip o1 ), respectively. The red curve shows the transfer function relationship of the sensitivity-enhanced fiber grating current sensor. The green curve shows the transfer function relationship of the traditional fiber grating current sensor.
Then, the data corresponding to different periodic linear regions in the experimental result of two sensors were extracted and their average values were calculated [10] [11] [12] [13] 28] . The linear region relationship equations of the two sensors between this input current signal and this output current signal can be obtained by linear fitting with this related software. Their equations are as follows.
This sensitivity-enhanced fiber grating current sensor:
Here, when these data are linearly fitted, the value of R 2 is 0.9987, which indicates the best level of fitting at this moment. This traditional fiber grating current sensor:
Here, when these data are linearly fitted, the value of R 2 is 0.9975, which indicates the best level of fitting at this moment.
It can be seen from the above two equations that the linear region slope of the transfer function of the sensitivity-enhanced fiber grating current sensor is 0.001108, and at the same time, the linear region slope of the transfer function of the traditional fiber grating current sensor is 0.0003003. Then the sensitivity of the sensitivity-enhanced fiber grating current sensor is 268.96% higher than that of the traditional fiber grating current sensor.
For the measurement of the power frequency sinusoidal alternating current signal with the amplitude of 157 A, we had done ten experiments and calculated the average of the data from the ten experiments as well. And the relationship based on the actual average data obtained by the two sensors between output alternating current signal and time is shown in Figure 10 .
Similarly, in order to explain this problem better, the transfer function relationship curves of the two sensors between this input signal and this output signal need to be drawn [11, 12, [32] [33] [34] [35] [36] [37] [38] , and the method was the same as that used in the first experiment. The specific situation is shown in Figure 11 . 0.0003003
For the measurement of the power frequency sinusoidal alternating current signal with the amplitude of 157 A, we had done ten experiments and calculated the average of the data from the ten experiments as well. And the relationship based on the actual average data obtained by the two sensors between output alternating current signal and time is shown in Figure 10 . Figure 10 . This experiment result of the two sensors between output alternating current signal (io2) and time (t). The black curve shows the relationship of the sensitivity-enhanced fiber grating current sensor. The yellow curve shows the relationship of the traditional fiber grating current sensor.
Similarly, in order to explain this problem better, the transfer function relationship curves of the two sensors between this input signal and this output signal need to be drawn [11, 12, [32] [33] [34] [35] [36] [37] [38] , and the method was the same as that used in the first experiment. The specific situation is shown in Figure 11 . The traditional fiber grating current sensor The sensitivity-enhanced fiber grating current sensor Figure 10 . This experiment result of the two sensors between output alternating current signal (i o2 ) and time (t). The black curve shows the relationship of the sensitivity-enhanced fiber grating current sensor. The yellow curve shows the relationship of the traditional fiber grating current sensor.
Then, the data corresponding to different periodic linear regions in the experimental result of two sensors were also extracted and their average values were calculated [10] [11] [12] [13] 28] . The linear region relationship equations of the two sensors between input current signal and output current signal can be obtained by linear fitting with this related software. Their equations are as follows.
Here, when these data are linearly fitted, the value of R 2 is 0.9987, which indicates the best level of fitting at this moment.
This traditional fiber grating current sensor:
Here, when these data are linearly fitted, the value of R 2 is 0.9988, which indicates the best level of fitting at this moment. [11, 12, [32] [33] [34] [35] [36] [37] [38] , and the method was the same as that used in the first experiment. The specific situation is shown in Figure 11 . The traditional fiber grating current sensor The sensitivity-enhanced fiber grating current sensor Figure 11 . The transfer function relationship curves of the two sensors between output alternating current signal (i o2 ) and input alternating current signal with amplitude of 157 A(i p2 ), respectively. The black curve shows the transfer function relationship of the sensitivity-enhanced fiber grating current sensor. The yellow curve shows the transfer function relationship of the traditional fiber grating current sensor.
and time (t)
It can be seen from the above two equations that the linear region slope of the transfer function of the sensitivity-enhanced fiber grating current sensor is 0.001234, and at the same time, the linear region slope of the transfer function of the traditional fiber grating current sensor is 0.0005235. Then the sensitivity of the sensitivity-enhanced fiber grating current sensor is 135.72% higher than that of the traditional fiber grating current sensor.
For the measurement of the power frequency sinusoidal alternating current signal with the amplitude of 262 A, we had done ten experiments and calculated the average of the data from the ten experiments as well. The relationship based on the actual average data obtained by the two sensors between output alternating current signal and time is shown in Figure 12 . sensor. The yellow curve shows the transfer function relationship of the traditional fiber grating current sensor.
Then, the data corresponding to different periodic linear regions in the experimental result of two sensors were also extracted and their average values were calculated [10] [11] [12] [13] 28] . The linear region relationship equations of the two sensors between input current signal and output current signal can be obtained by linear fitting with this related software. Their equations are as follows This sensitivity-enhanced fiber grating current sensor:
Here, when these data are linearly fitted, the value of R 2 is 0.9988, which indicates the best level of fitting at this moment.
For the measurement of the power frequency sinusoidal alternating current signal with the amplitude of 262 A, we had done ten experiments and calculated the average of the data from the ten experiments as well. The relationship based on the actual average data obtained by the two sensors between output alternating current signal and time is shown in Figure 12 . Figure 12 . This experiment result of the two sensors between output alternating current signal (io3) and time (t). The blue curve shows the relationship of the sensitivity-enhanced fiber grating current sensor. The magenta curve shows the relationship of the traditional fiber grating current sensor.
Similarly, in order to explain this problem better, the transfer function relationship curves of the two sensors between the input signal and the output signal need to be drawn [11, 12, [32] [33] [34] [35] [36] [37] [38] , undoubtedly, the method was the same as that used in the first experiment. The specific situation is shown in Figure 13 . The traditional fiber grating current sensor The sensitivity-enhanced fiber grating current sensor Figure 12 . This experiment result of the two sensors between output alternating current signal (i o 3 ) and time (t). The blue curve shows the relationship of the sensitivity-enhanced fiber grating current sensor. The magenta curve shows the relationship of the traditional fiber grating current sensor.
Similarly, in order to explain this problem better, the transfer function relationship curves of the two sensors between the input signal and the output signal need to be drawn [11, 12, [32] [33] [34] [35] [36] [37] [38] , undoubtedly, the method was the same as that used in the first experiment. The specific situation is shown in Figure 13 . Then, the data corresponding to different periodic linear regions in the experimental result of two sensors were also extracted and their average values were calculated [10] [11] [12] [13] 28] . The linear region relationship equations of the two sensors between input current signal and output current signal can be obtained by linear fitting with this related software. Their equations are as follows This sensitivity-enhanced fiber grating current sensor:
Here, when these data are linearly fitted, the value ofR 2 is 0.9971, which indicates the best level of fitting at this moment.
Here, when these data are linearly fitted, the value of R 2 is 0.9991, which indicates the best level of fitting at this moment.
It can be seen from the above two equations that the linear region slope of the transfer function of the sensitivity-enhanced fiber grating current sensor is 0.0008311, and at the same time, the linear region slope of the transfer function of the traditional fiber grating current sensor is 0.0004844. Then the sensitivity of the sensitivity-enhanced fiber grating current sensor is 71.57% higher than that of the traditional fiber grating current sensor.
Besides, the frequency-amplitude characteristic is also an important feature of this sensitivity-enhanced current sensor [11] [12] [13] . Therefore, for the above three current excitation signals, a frequency-amplitude characteristic experiment was implemented, and the frequency-amplitude characteristic relationship picture of this sensitivity-enhanced fiber grating current sensor as shown in Figure 14 is obtained. The traditional fiber grating current sensor The sensitivity-enhanced fiber grating current sensor Figure 13 . The transfer function relationship curves of the two sensors between output alternating current signal (i o 3 ) and input alternating current signal with amplitude of 262 A (i p 3 ) respectively. The blue curve shows the transfer function relationship of the sensitivity-enhanced fiber grating current sensor. The magenta curve shows the transfer function relationship of the traditional fiber grating current sensor.
Here, when these data are linearly fitted, the value of R 2 is 0.9971, which indicates the best level of fitting at this moment.
Besides, the frequency-amplitude characteristic is also an important feature of this sensitivityenhanced current sensor [11] [12] [13] . Therefore, for the above three current excitation signals, a frequencyamplitude characteristic experiment was implemented, and the frequency-amplitude characteristic relationship picture of this sensitivity-enhanced fiber grating current sensor as shown in Figure 14 is obtained.
It can be seen from Figure 14 that the amplitude of the output alternating current signals doesn't basically change with the sizes of frequency. It can be seen from Figure 14 that the amplitude of the output alternating current signals doesn't basically change with the sizes of frequency.
Explanation and Discussion
(1) The reason that different multiples of sensitivity improvement appear in experimental results when this sensitivity-enhanced fiber grating current sensor is applied to measure different current signals.
Through experimental and empirical analysis, it can be concluded that the reason for this phenomenon may be caused by the blocking effect of the shoulders of the external support structure of the sensor probe on the T-shape structure. In fact, the sensitivity of the sensitivity-enhanced fiber grating current sensor can also be understood as the response degree of the sensitivity-enhanced fiber grating current sensor to the weak current signal. However, the response degree also needs to be reflected by the motion degree of GMM, therefore, the external support structure of this sensor probe begins to hinder the movement of GMM to some extent, then the sensitivity of the sensitivity-enhanced fiber grating current sensor is not necessarily increased as expected. The shoulders of the external support structure of the sensor probe of this sensitivity-enhanced fiber grating current sensor are shown in Figure 15 . 
Through experimental and empirical analysis, it can be concluded that the reason for this phenomenon may be caused by the blocking effect of the shoulders of the external support structure of the sensor probe on the T-shape structure. In fact, the sensitivity of the sensitivity-enhanced fiber grating current sensor can also be understood as the response degree of the sensitivity-enhanced fiber grating current sensor to the weak current signal. However, the response degree also needs to be reflected by the motion degree of GMM, therefore, the external support structure of this sensor probe begins to hinder the movement of GMM to some extent, then the sensitivity of the sensitivity-enhanced fiber grating current sensor is not necessarily increased as expected. The shoulders of the external support structure of the sensor probe of this sensitivity-enhanced fiber grating current sensor are shown in Figure 15 . It can be seen from Figure 14 that the amplitude of the output alternating current signals doesn't basically change with the sizes of frequency.
Through experimental and empirical analysis, it can be concluded that the reason for this phenomenon may be caused by the blocking effect of the shoulders of the external support structure of the sensor probe on the T-shape structure. In fact, the sensitivity of the sensitivity-enhanced fiber grating current sensor can also be understood as the response degree of the sensitivity-enhanced fiber grating current sensor to the weak current signal. However, the response degree also needs to be reflected by the motion degree of GMM, therefore, the external support structure of this sensor probe begins to hinder the movement of GMM to some extent, then the sensitivity of the sensitivity-enhanced fiber grating current sensor is not necessarily increased as expected. The shoulders of the external support structure of the sensor probe of this sensitivity-enhanced fiber grating current sensor are shown in Figure 15 . In addition, the reason for this phenomenon can be simply explained by the traditional cognitive experience. 157A compared to 107A increases the amplitude of the measured current by 50A, at this time, the sensitivity of the sensitivity-enhanced fiber grating current sensor, compared with that of the traditional fiber grating current sensor, is reduced by 133.24%, and 262A compared with 157A increases the amplitude of the measured current by 105A. However, at this time, the sensitivity of the sensor, compared with that of the traditional fiber grating current sensor, is reduced by 64.15%. If it is proportionally changed, it should be reduced by about 260%, but here it is directly reduced by 64.15%, which shows that the hindrance of the shoulder of the external support structure is already great when the amplitude of the measured alternating current is 157A, then the hindered function of the shoulder of the external support structure cannot increase too much when the amplitude of the measured alternating current is 262A as well. and which matches reality. However, all the above mentioned is only based on the guess of empirical theory. Under the limitation of this kind of sensor itself, there is no way to prove this set of empirical theory, because the way to improve the sensitivity of this type of sensor is to design a T-shape structure that is fixed by an external support structure, and GMM is pressed by a special screw on the shoulder of the external support structure, therefore, there is no way to eliminate the obstruction caused by the shoulders of the external support structure, so this set of empirical theories cannot be confirmed. However, this article describes a new type of sensor, and the sensor achieves its purpose of being designed to greatly improve sensitivity, therefore, this sensitivity-enhanced fiber grating current sensor is further optimized after the later stage, then this sensitivity-enhanced fiber grating current sensor must play a big role in this field.
(2) The reason that the percentages are used instead of specifying how much the sensitivities have been increased.
The increased sensitivities are expressed as the percentages rather than a specific increase to values, which indicates that the sensitivities of the sensitivity-enhanced fiber grating current sensor are different when the magnitudes of the measured current are different. Therefore, this brings trouble to the application of the sensitivity-enhanced fiber grating current sensor. If the method of improving the sensitivity of the sensitivity-enhanced fiber grating current sensor is used together with other relatively mature methods of sensitivity enhancement, it is more practical to use the percentages to indicate how much the sensitivities are improved.
(3) The reason that the correspondence between the measured current signals and the output current signals, whose values are so different in size, is not established.
The shoulders of the external support structure of the sensor probe can hinder the movement of the T-shaped structure, therefore, the movement of GMM can be less than expected, which results in the movement of the fiber grating is not as expected (more specific reasons can refer to the above(1)). This ultimately leads to the irregular output current signals for the different measured current signals. Therefore, the reason finally gives rise to an irregular relationship between the measured current signals and the output current signals. In addition, this paper mainly explains the method of sensitivity enhancement, and proves that this sensitivity-enhance fiber grating current sensor can enhance the sensitivity greatly. Of course, it is a focus to establish the correspondence between the measured current signals and the output current signals, which can help users really understand the actual size of the measured current signal, in the future research as well.
(4) The reason that a pressure value is only calibrated to justify the experimental results and only three current values are measured multiple times.
The core of this sensitivity-enhanced fiber grating current sensor is to apply different sizes of prestressing force to GMM, and the experiment is ultimately compared to the case where no prestressing force is applied in GMM, namely, there is only the difference between "prestressing force" and "no prestressing force", as for how much these prestressing forces are applied, there is no need to overemphasize. Firstly, this is because this is just a proof experiment, in order to prove that this method is successful for improving the sensitivity of this sensitivity-enhanced fiber grating current sensor. Secondly, the jump characteristics of GMM itself make the sensitivities of GMM under different sizes of greatly different prestressing force, namely, when the large size of prestressing force is applied to GMM, the multiple of the sensitivity improvement of GMM is small, which gives rise to the small increased multiple of the sensitivity of the sensitivity-enhanced fiber grating current sensor. Therefore, a prestressing force value can prove that the sensitivity-enhanced fiber grating current sensor can greatly improve the sensitivity, then there is no need to apply many sizes of prestressing force to GMM. After that, we will optimize many aspects of this sensitivity-enhanced fiber grating current sensor, and it is best to find the best this value of prestressing force for this type of sensor, which will make the sensitivity of this sensitivity-enhanced fiber grating current sensor achieve maximum value and this will also be a focus of future research.
The reason that this experiment only carried out multiple experiments on three current values has been clearly stated in the paper. It can be known from the previous description that the changes of the sensitivity-enhanced multiples of the sensitivity-enhanced fiber grating current sensor are not linear for the measurement of different values of the measured current signal, therefore, this makes no sense to measure too much current values. However, this step is still to be carried out in subsequent studies in order to find the optimum range for the current measurement of the sensitivity-enhanced fiber grating current sensor.
Conclusions
In conclusion, the sensitivity of the sensitivity-enhanced fiber grating current sensor compared with the sensitivity of the traditional fiber grating current sensor is significantly improved. The two sensors, at the same time, were used to measure the power frequency sinusoidal alternating current signals with the amplitude of 107, 157 and 262 A respectively. The sensitivities of the sensitivity-enhanced fiber grating current sensor were 268.96%, 135.72% and 71.57% higher than that of the traditional fiber grating current sensor respectively. In addition, the amplitude of the output alternating current signals of this sensitivity-enhanced fiber grating current sensor doesn't basically change with the sizes of frequency as well. Moreover, the overall structure and the operation process are simple and efficient, what's more, the cost is also extremely low. Therefore, this sensitivity-enhanced fiber grating current sensor can simply, practically and cheaply solve the difficult issue which has been plaguing the power industry of high sensitivity and uninterrupted-online measurement for large currents. 
